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GENERAL NOTES:

A. ELECTRICAL EQUIPMENT AND FEEDERS THAT
ARE INDICATED BY A DASHED LINE ARE
EXISTING OR FUTURE.

B. UNLESS NOTED OTHERWISE 120/208V
PANELBOARDS TO HAVE AN AIC RATING OF

10K AND 277/480V PANELBOARDS TO HAVE
AN AIC RATING OF 14K.

ELECTRICAL NOTES:

[1DTHIS WORK TO BE EXCLUDED AS BID
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FOR DESCRIPTION OF THIS BID ITEM.
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5—702 FOR CONTINUATION OF CIRCUITING.

_MV_u_m_._u VERIFY THE EXISTING 13.8 KV SERVICE
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